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EXISTING 1S-AC-9 / 1S-RF-9 WILL BE REVISED AND REUSED TO SERVE THE NEW SURGICAL

ADMIN/SUPPORT AND CIRCULATION AREAS OF THE RENOVATION. DEMOLITION WORK TO OCCUR

DURING AND ACROSS PHASE 1A THRU PHASE 4A. AIRFLOW DIAGRAMS REPRESENT THE BASIC

UNDERSTANDING OF EXISTING HVAC SYSTEM AIR DISTRIBUTION AND THE AS-BUILT/RECORD

DESIGN DRAWING CAPACITY/AIRFLOW QUANTITIES. SINGLE LINE DIAGRAMS DO NOT INCLUDE

ALL SYSTEM DETAILS AND DO NOT REPRESENT EXACT ORDER OR PLACEMENT OF TERMINAL

EQUIPMENT WITHIN THE DUCTWORK SYSTEMS.  REFER TO DEMOLITION PLANS FOR ADDITIONAL

INFORMATION, REQUIREMENTS AND THE EXTENT OF REVISIONS TO BE MADE TO EACH SYSTEM

INDICATED.

PROVIDE PRE-CONSTRUCTION AND PHASED TESTING AND BALANCING SUPPORT AND REPORTS

TO MAINTAIN AND DOCUMENT AIRFLOW RATES TO ALL AREAS (WITHIN AND OUTSIDE OF THE

ACTIVE PROJECT PHASE).  AIRFLOW RATES AND PRESSURE / TRANSFER AIR OFFSETS MUST BE

MAINTAINED. AREAS OF DEMOLITION ARE TO BE SET UP AND MAINTAINED AS NEGATIVE AT ALL

TIMES. AREAS  ADJACENT TO THE ACTIVE PHASE MUST REMAIN STABLE / IN THEIR AS-FOUND

CONDITIONS PRIOR TO ANY CONSTRUCTION/DEMOLITION EFFORTS.  COORDINATE EACH PHASE

OF WORK WITH THE OWNER AND DESIGN TEAM.
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MECHANICAL -

EXISTING AC-10 AND EF-10

AIRFLOW DIAGRAM

JLRMP

EXISTING 1S-AC-10 / 1S-EF-10 WILL BE REVISED AND REUSED TO SERVE THE NEW SURGICAL

PREPARATION/ PRE-OP/ISOLATION AREAS OF THE RENOVATION. DEMOLITION WORK TO OCCUR

DURING PHASE 4A. AIRFLOW DIAGRAMS REPRESENT THE BASIC UNDERSTANDING OF EXISTING

HVAC SYSTEM AIR DISTRIBUTION AND THE AS-BUILT/RECORD DESIGN DRAWING CAPACITY/

AIRFLOW QUANTITIES. SINGLE LINE DIAGRAMS DO NOT INCLUDE ALL SYSTEM DETAILS AND DO

NOT REPRESENT EXACT ORDER OR PLACEMENT OF TERMINAL EQUIPMENT WITHIN THE

DUCTWORK SYSTEMS.  REFER TO DEMOLITION PLANS FOR ADDITIONAL INFORMATION,

REQUIREMENTS AND THE EXTENT OF REVISIONS TO BE MADE TO EACH SYSTEM INDICATED.

PROVIDE PRE-CONSTRUCTION AND PHASED TESTING AND BALANCING SUPPORT AND

REPORTS TO MAINTAIN AND DOCUMENT AIRFLOW RATES TO ALL AREAS (WITHIN AND OUTSIDE

OF THE ACTIVE PROJECT PHASE).  AIRFLOW RATES AND PRESSURE / TRANSFER AIR OFFSETS

MUST BE MAINTAINED. AREAS OF DEMOLITION ARE TO BE SET UP AND MAINTAINED AS

NEGATIVE AT ALL TIMES. AREAS  ADJACENT TO THE ACTIVE PHASE MUST REMAIN STABLE / IN

THEIR AS-FOUND CONDITIONS PRIOR TO ANY CONSTRUCTION/DEMOLITION EFFORTS.

COORDINATE EACH PHASE OF WORK WITH THE OWNER AND DESIGN TEAM.
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EF-16 AND HEPA-2: EXISTING TO REMAIN. REVISE AIRFLOW/REBALANCE AS PER NEW WORK PLANS

AND NEW AIRFLOW DIAGRAMS. THIRD FLOOR ISOLATION RM. QUANTITY REDUCED FROM 3 TO 2.

DEMOLISH EXISTING THIRD FLOOR ISOLATION ROOMS AND ALL ASSOCIATED DUCTWORK AND

CONTROLS. PREPARE FOR NEW WORK TO SERVE TWO NEW ISOLATION ROOMS AS SHOWN ON

NEW WORK PLANS  (ONE NEW NEGATIVE PRESSURE ISOL. RM. IN NEW PRE-OP AND ONE IN NEW

PACU). EACH NEW ISOLATION ROOM INCLUDES PATIENT BED AREA, TOILET RM. AND ANTE RM.

CUT AND CAP (E)EF-15 SERVICE BACK INTO SHAFT / RISER. SEAL RATED SHAFT WALL IN

ACCORDANCE WITH ARCHITECTURAL SPECIFICATIONS/DETAILS. RE-BALANCE EXISTING EXHAUST

FAN TO MAINTAIN ALL AIRFLOW QUANTITIES TO EXISTING AREAS AS MEASURED PRIOR TO

CONSTRUCTION. EF-15 WILL NO LONGER SERVE THE THIRD FLOOR OF BUILDING 1 SOUTH (1S).

DEMOLISH (E)1A-RF-3 DUCTWORK BACK TO POINTS SHOWN.  (E)1A-RF-3 WILL NO LONGER SERVE

THE EXISTING ELECTRICAL / IT ROOMS (3B-177 / 3B-176) OR THE DEMOLISHED ROOM 3B-174.

RE-BALANCE RETURN FAN TO MAINTAIN PRE-CONSTRUCTION AIRFLOW QUANTITIES TO

REMAINDER OF (E)RF-3 SERVICE AREAS.

DEMOLISH (E)1A-AC-3 DUCTWORK BACK TO POINTS SHOWN. (E)1A-AC-3 WILL NO LONGER SERVE

THE EXISTING ELECTRICAL ROOM 3B-177 OR DEMOLISHED ROOM 3B-174. RE-BALANCE AIR

HANDLING UNIT SUPPLY FAN TO MAINTAIN PRE-CONSTRUCTION AIRFLOW  QUANTITIES TO

REMAINDER OF (E)AC-3 SERVICE AREAS.

EXISTING EXHAUST FAN 1A-EF-5 TO CONTINUE TO SERVE AREAS INDICATED.  REBALANCE

EXHAUST FAN AND BRANCH DUCTWORK/CEILING REGISTERS TO AIRFLOW QUANTITIES INDICATED

TO ENSURE PROPER TRANSFER AIRFLOW / SPACE PRESSURIZATION FOR EACH

EXHAUSTED/NEGATIVE SPACE.

MECHANICAL -

EXISTING MISCELLANEOUS

AIRFLOW DIAGRAMS

JLRMPP

SOME EXISTING EQUIPMENT WILL BE REVISED/REUSED TO SERVE SPECIFIC AREAS OF THE

RENOVATION. DEMOLITION WORK TO OCCUR  DURING AND ACROSS PHASES 1B THROUGH 4A AS

SHOWN. AIRFLOW DIAGRAMS REPRESENT THE BASIC UNDERSTANDING OF EXISTING HVAC SYSTEM

AIR DISTRIBUTION AND THE AS-BUILT/RECORD DESIGN DRAWING CAPACITY/AIRFLOW QUANTITIES.

SINGLE LINE DIAGRAMS DO NOT INCLUDE ALL SYSTEM DETAILS AND DO NOT REPRESENT EXACT

ORDER OR PLACEMENT OF TERMINAL EQUIPMENT WITHIN THE DUCTWORK SYSTEMS.  REFER TO

DEMOLITION PLANS FOR ADDITIONAL INFORMATION, REQUIREMENTS AND THE EXTENT OF

REVISIONS TO BE MADE TO EACH SYSTEM INDICATED.

PROVIDE PRE-CONSTRUCTION AND PHASED TESTING AND BALANCING SUPPORT AND REPORTS TO

MAINTAIN AND DOCUMENT AIRFLOW RATES TO ALL AREAS (AREAS WITHIN AND OUTSIDE OF THE

ACTIVE PROJECT PHASE & NON-PROJECT AREAS).  AIRFLOW RATES AND PRESSURE / TRANSFER

AIR OFFSETS MUST BE MAINTAINED. AREAS OF DEMOLITION ARE TO BE SET UP AND MAINTAINED

AS NEGATIVE AT ALL TIMES. AREAS  ADJACENT TO THE ACTIVE PHASE AND NON-PROJECT AREAS

MUST REMAIN STABLE / IN THEIR AS-FOUND CONDITIONS PRIOR TO ANY CONSTRUCTION/

DEMOLITION EFFORTS.  COORDINATE EACH PHASE OF WORK WITH THE OWNER AND DESIGN TEAM.
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MECHANICAL -

PROPOSED AC-8 AND EF-8

AIRFLOW DIAGRAM

JLRMPP

EXISTING AC-8/EF-8 WILL SERVE NEW SURGICAL RECOVERY/PACU/ISOLATION AREAS OF THE

RENOVATION (EF-16/HEPA-2 PROVIDES EXHAUST FOR ISOLATION ROOM-SEE DWG. M7.07). NEW

WORK TO OCCUR  DURING AND ACROSS PHASES 1B THRU 4A AS SHOWN. AIRFLOW DIAGRAMS

REPRESENT THE BASIC INTENT FOR HVAC SYSTEM AIR DISTRIBUTION AND THE REQUIRED

CAPACITY/AIRFLOW QUANTITIES. SINGLE LINE DIAGRAMS DO NOT INCLUDE ALL SYSTEM DETAILS

AND DO NOT REPRESENT EXACT ORDER OR PLACEMENT OF TERMINAL EQUIPMENT WITHIN THE

DUCTWORK SYSTEMS.  REFER TO NEW WORK PLANS, DETAILS AND CONTROLS DIAGRAMS FOR

ADDITIONAL INFORMATION, REQUIREMENTS AND THE EXTENT OF NEW AC-8/EF-8 SERVICE.

PROVIDE PRE-CONSTRUCTION AND PHASED TESTING AND BALANCING SUPPORT AND REPORTS

TO MAINTAIN AND DOCUMENT AIRFLOW RATES TO ALL PROJECT AREAS.  AIRFLOW RATES AND

PRESSURE / TRANSFER AIR OFFSETS MUST BE MAINTAINED. REFER ALSO TO DRAWING M7.00

AND THE ASSOCIATED HVAC COMPONENT AND SINGLE DUCT AIR TERMINAL UNIT SCHEDULES

FOR ADDITIONAL INFORMATION.  COORDINATE EACH PHASE OF WORK WITH THE OWNER AND

DESIGN TEAM.
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AND LEGENDS

M8.00
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